Connection Kit for self-regulating heating tapes
TERMINATION INSTRUCTIONS - Power Connection End
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Position gland components and grommet on
the heating cable in order shown.




Pass prepared heating cable end with core
sealer through the box entry. Screw gland
body into junction box (use locknut for unthre-

Position grommet in gland body, ensuring it is
seated squarely and tighten backnut securely.
Connect conductors and braid to the appro-
priate terminals.




